ATTACHMENT B

0.01 mgd of Wastewater
(cleaning, leaking joints,
and leaking bearings)

1.0 mgd of 0.04 mgd of
Ground Water Ground Water
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Drawing Reference: WASTESTREAM DISCHARGES
Southern California Edison Company
Wastestream Discharge Schematic Balsam Meadows Hydroelectric Project

Eastwood Powerhouse Facility, Fresno County




